Power to be installed into TI12:
- 16A, 400V line split into 5x 10A, 220V breakers (AUG at front/back on tunnel)
- <1kW UPS power from F3 UPS circuit in LHC tunnel
  - UPS powered items to be clearly marked
Grounding cable also to be installed (linked to LHC grounding cable)

Power distribution scheme:

PDUs used to allow remote monitoring and power-cycle